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Abstract: Heating, ventilation, and air conditioning (HVAC) systems installed in a passenger train
carriage are critical systems, whose failures can affect people or the environment. This, together
with restrictive regulations, results in the replacement of critical components in initial stages of
degradation, as well as a lack of data on advanced stages of degradation. This paper proposes a
hybrid model-based approach (HyMA) to overcome the lack of failure data on a HVAC system
installed in a passenger train carriage. The proposed HyMA combines physics-based models with
data-driven models to deploy diagnostic and prognostic processes for a complex and critical system.
The physics-based model generates data on healthy and faulty working conditions; the faults are
generated in different levels of degradation and can appear individually or together. A fusion of
synthetic data and measured data is used to train, validate, and test the proposed hybrid model
(HyM) for fault detection and diagnostics (FDD) of the HVAC system. The model obtains an accuracy
of 92.60%. In addition, the physics-based model generates run-to-failure data for the HVAC air
filter to develop a remaining useful life (RUL) prediction model, the RUL estimations performed
obtained an accuracy in the range of 95.21–97.80% Both models obtain a remarkable accuracy. The
development presented will result in a tool which provides relevant information on the health state
of the HVAC system, extends its useful life, reduces its life cycle cost, and improves its reliability and
availability; thus enhancing the sustainability of the system.

Keywords: fault detection; fault modelling; hybrid modelling; predictive maintenance; railway;
HVAC systems; synthetic data; soft sensing

1. Introduction

Sustainability is one of the driving forces of the twenty-first century. The major drivers
of sustainability are governance and regulation, customers’ requirements, environmental
priorities, natural resource shortages, and increasing energy costs [1,2]. The main aim of
sustainable services and processes is to minimize the negative environmental impacts,
conserve energy and natural resources, ensure safety conditions for employees, communi-
ties, and consumers, and be economically sound [3,4]. The principles defined by the three
pillars of sustainability lead to reach those ends [5].

As the service life of assets increases, their degradation requires significant attention.
Failures in some assets may result in fatal consequences for the environment, people, safety,
and society [6]. This makes maintenance a major lever of organization efficiency in the
current industrial revolution [7].

The standard EN 13306:2017 introduces condition-based maintenance (CBM) as main-
tenance strategy, whose main advantage is to allow companies to extend the life cycle of
assets while ensuring assets behavior and function under required conditions of safety,
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reliability and effectiveness [8]. CBM is conducted by monitoring the condition of an asset
in real-time to determine what maintenance action needs to be performed.

CBM is divided into diagnostics and prognostics processes. Diagnostics shows the
current state of a system. It starts once a fault or abnormal behavior is detected and involves
failure mode and effect analysis (FMEA) [9,10]. More specifically, a diagnostic process
localizes a faulty component by detecting and isolating a fault based on a pre-selected
failure mode (FM), and then, tracing the relationship between the data acquired from
the system and degradation. The diagnostic process in HVAC systems, through CBM,
is mainly implemented using data-driven models; a data-driven model for deploying
fault detection and diagnostics processes for air handling units is presented in [11,12].
These processes are also developed using a combination of knowledge-guided and data-
driven methods, which obtains a promising performance in HVAC systems [13]. The fault
detection and diagnostics processes, based on the use of generative adversarial networks
(GANs), is presented for HVAC systems in [14]. The aim of prognostics is to continuously
estimate both the remaining useful life (RUL) and the end of life (EoL) of a system by
assessing the changes in its behavior over time. RUL estimation evaluates the accumulated
degradation and predicts the future health state. RUL must be assessed after identifying
and assessing the damage using information observed in diagnostics. RUL prediction,
based on feature fusion and genetic programming, has been used on a railway turnout
system [15]. RUL prediction has also been developed for hydraulic piston pumps [16], for
lithium-ion batteries [17], and for the air-handling systems, which are the key subsystems
of HVAC systems [18].

1.1. Data Analysis

Diagnostics and prognostics models require information and data from the system of
interest. This includes the characteristics of the physical asset and data collected by sensors
embedded in the system, among others.

Figure 1 summarizes the main steps of a CBM strategy. Once data are acquired from
sensors embedded in the real system, they must be pre-processed to avoid mistakes during
the feature extraction process. The features represent the condition of the equipment;
changes in these features indicate changes in the system’s behavior. Detection of change is
part of the diagnostics process.
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1.2. Technical Approaches

The three main approaches used to estimate RUL through prognostics are data-
driven approaches, model-based (physics model-based) approaches, and hybrid model-
based approaches (HyMas) [19]. These approaches integrate engineering experience and
expert knowledge.

1.2.1. Model-Based Approaches

Model-based approaches are also known as physics-based approaches. Physics-based
models are mathematical models of the physical system [20]. These models incorporate
such characteristics as material properties, thermodynamic, and mechanical responses.
An accurate physics-based model is more effective than other approaches [19]. Therefore,
the approach is broadly used not only for FDD techniques but also for gaining a proper
understanding of operation and system behavior and monitoring key variables. However,
these models cannot always be appropriately built because they sometimes need too many
resources; i.e., in complex systems or processes, some key parameters may be difficult or
impossible to obtain. A dynamic, physics-based model of an HVAC system for FDD is
proposed in [21]. The analysis, design, and experimental validation of a physics model-
based fault detection and identification (FDI) method, for switching power converters,
is presented in [22]. A model-based fault diagnostic is also developed for electric drives
in [23] and for a DC-DC boost converter in [24]. In a more recent research work, this same
technique is also developed for foreign object detection in wireless power transfer [25].

1.2.2. Data-Driven Approaches

Data-driven approaches predict the future state of a system using mathematical
models and weight parameters. The models process data from the sensors embedded in
the real system to make predictions. The techniques can be divided into two categories [19].
The first includes artificial intelligence (AI) approaches, such as neural networks (NNs)
and fuzzy logic. The second includes statistical approaches; common techniques are linear
regression, hidden Markov model, Gaussian process regression (GPR), and relevance vector
machines (RVMs).

Data-driven approaches use operational data collected by sensors installed on the sys-
tem under study. Data-driven approaches are more practical than model-based approaches
for deploying FDD in complicated systems, or processes, because they only depend on
historical and/or online data and do not consider system complexity, thus missing the
relations between data and the physical world [26,27].

Data-driven models can be developed using supervised, unsupervised, or semi-
supervised learning processes. Supervised models predict future events using labelled
datasets; unsupervised models study how systems can infer a function to describe a hidden
structure from unlabeled data, and semi-supervised models learn from both labelled and
unlabeled datasets. Training, validation, and testing are the main steps to develop a
learning process and ensure the results of models satisfy the established requirements,
mainly in terms of accuracy [28,29].

These techniques can accurately predict the RUL, but they need to be trained using
a large amount of historical information obtained from the operational data. Data are
labelled to easily extract information at different stages of degradation. However, there
can be difficulties obtaining run-to-failure data. To reduce the limitations of data-driven
approaches, [30] uses GANs to generate synthetic data for faulty conditions of assets in
the aeronautical industry. Research on data-driven approaches, for fault diagnosis of
HVAC chillers, is discussed by [31,32]. Data-driven methods are used for fault detection
and diagnosis in air handling units in [12,33] compares basic data-driven fault diagnosis
methods for a system with variable refrigerant.
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1.2.3. Hybrid Model-Based Approaches

Researchers have created a number of different hybrid models and used them in
different ways. The following combinations of models and approaches are used in hybrid
approaches [34].

• H1—Experience-based model + data-driven model.
• H2—Experience-based model + physics-based model
• H3—Data-driven model + data-driven model
• H4—Data-driven model + physics-based model
• H5—Experience-based model + data-driven model + physics-based model

Some combine data-driven models. For example, [35] combines a NN with clustering
to predict the daily electric peak load. Other researchers combine supervised and unsuper-
vised data-driven methods to implement an automated FDD process in an air handling
unit [36], or to combine a convolutional neural network (CNN) with deep forest (gcForest)
for fault diagnostics of rolling bearings [37]. Many researchers combine model-based and
data-driven models [38–42].

The main advantage is the reduction in both the historical information required to
train a data-driven model and the information needed for a robust physics-based model.
This data fusion aims to improve FDD and prognostics processes. It is possible to overcome
the lack of historical data, thus improving the ability to detect FMs and reducing the
appearance of hidden FMs, metaphorically known as “black swan losses” [43].

It can be expensive, difficult, or impossible to install sensors in parts of a system that
are of interest. Therefore, a balance between information and cost must be achieved. In
these cases, soft sensors, also known as virtual sensors, are defined using data from the real
system, physics-based models, and HyMs. These sensors are a common tool to improve
the processes of fault detection and RUL estimation of monitored systems [44]. The aim of
soft sensors is to deliver additional information to improve diagnostics and prognostics
processes. A complete review of soft sensors, in the process industry, is presented in [45].
An interesting overview on hybrid approaches to FDD is presented in [46].

HVAC systems are not new, but they are the most remarkable advancements related
to CBM to have been made in recent years. Nevertheless, it is still difficult to find research
works that propose FDD and prognostics processes that detect faults, which can appear
individually or together. There are researchers who combine faulty components, but
such components are part of the same subsystem and the experiments are based on a
run-to-failure basis. This paper presents a HyMA for implementing FDD and prognostics
processes. The experiments are performed using data that contain faults in different
levels of degradation. They can appear individually or together, and they come from the
different subsystems of a HVAC system that is installed in a high-speed passenger train
carriage. It keeps the carriage within a comfortable temperature range, with an acceptable
concentration of CO2. A failure in this system affects people’s comfort and safety and could
affect the environment. The proposed HyMA is validated using real data collected from
the real system in a non-intrusive, sustainable form. Therefore, it must be noted that run-
to-failure, intrusive experiments are not performed in this study. Previous work includes
some dynamic models of HVAC systems and chiller systems for fault detection [38,47].

The paper proceeds as follows. Section 2 describes the methodology of the proposed
hybrid modelling, describes the complexity of the HVAC system, explains the physics-
based model, developed for data generation, and the process to prepare the data for
feature extraction, and introduces the different classifiers trained, and validated, for the
multiple fault detection model. Section 3 describes the experimental set-up and defines
the assumptions considered for generating data. Section 4 discusses the results. Section 5
concludes the work and suggests future work to include new FMs in the proposed models.
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2. Proposed Hybrid Modelling Methodology

The maintainers of the HVAC system under study are currently using approaches
based on data, but they must use predetermined maintenance for critical components
because there is insufficient information to train an RUL estimation model.

Railway systems have strict regulations for reliability, availability, maintainability,
and safety, as specified in the standard EN 50126-1, 2017. Maintainers replace critical
components in early stages of degradation for safety, environmental, and economic rea-
sons, complicating the ability to acquire data in advanced stages of degradation and
run-to-failure data. The HyM is developed to overcome the lack of data, thus improv-
ing the detectability of FMs and reducing hidden FMs, the aforementioned “black swan
losses”. Therefore, this development provides a maintenance tool that makes the system
more sustainable.

The HyMA of the HVAC system is developed in MATLAB R2019b. Figure 2 shows the
methodology proposed for training, validating, and testing the HyM. The physics-based
model is used to generate synthetic data in healthy and faulty states based on the modelled
operational modes. The model has sensors, located in the real system, and soft sensors,
which depend on the data measured in the real system. The response of the soft sensors,
defined in the model, is obtained by loading the measured data into the physics-based
model. The output of these simulations is recorded in a dataset which contains the data
taken from the real system and the data from the soft sensors. The physics-based model
can also generate synthetic data in healthy and faulty states when the required inputs are
introduced. Every simulation generates a time series of every selected signal. The data
related to a simulation are individually saved in a table, and each simulation is labelled
with a fault code indicating the presence of a fault and type of fault. Thus, the features
are related to a fault code and are used to build the model. A supervised learning process
is then applied. The dataset containing the features related to a simulation is named
the “fingerprint”.
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2.1. HVAC System as a System of Systems

A system can be defined as a set of interrelated elements, at least two, which compose
an entity to deliver a function. A system can be part of a system-of-systems (SoS). When an
overall capability cannot be achieved by an individual system unaided, several systems
interact with their surrounding systems to achieve the required function [48–50]. The
American Department of Defense defines a SoS [51] as “a set or arrangement of systems
that results when independent and useful systems are integrated into a larger system that
delivers unique capabilities”. Although SoS is a system, not all systems are SoS [52].
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The main purpose of an HVAC system is to provide thermal comfort and acceptable
interior air quality, while remaining within reasonable operation and maintenance costs.
The HVAC system, studied in this research, was designed to satisfy the comfort conditions
established in the standard EN 14750-1, 2007. Thus, this regulation is one of the resources
used to develop the physics-based model of the system.

The standard ISO 14224-2016 is als o used for the taxonomy of the SoS. This research
considers the HVAC system as including taxonomy 5 level to taxonomy 8 level (see
Figure 3).
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Figure 4 illustrates the taxonomy of the studied HVAC system and the most relevant
items considered in this research. The wagon of the passenger train carriage studied is a
passenger saloon with an HVAC system composed of two HVAC units. This means almost
all components are duplicated.

Level 7 contains the subsystems of the HVAC system considered here. Some compo-
nents, including contactors, breakers, electronic control card, and control panel, are not
represented in Figure 4 because their FMs are not analyzed in the research. Level 8 includes
components whose interactions are modelled based on the principles of thermodynamics,
fluid mechanics, and heat transfer. The physics-based model also includes vehicle ther-
mal networking, in this case, and the physics of the interactions between the high-speed
passenger train and the environment.
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2.2. Physics-Based Model of the HVAC System

The physics-based model of the HVAC installed in the passenger train carriage is
separated into cooling subsystems, heating subsystems, ventilation subsystems, and vehicle
thermal networking systems. The temperature, and the concentration of CO2, are managed
by two ventilation subsystems, two cooling subsystems, and two heating subsystems.
Figure 5 shows a simple scheme of the modelled HVAC system, and Table 1 contains the
set of sensors used in the real system labelled as “real”.
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Table 1. List of parameters for feature extraction.

Variable Type

Temperature after compressor 1—virtual Signal (continuous)
Temperature after compressor 2—virtual Signal (continuous)

Temperature before compressor 1—virtual Signal (continuous)
Temperature before compressor 2—virtual Signal (continuous)

Pressure after compressor 1—real Signal (continuous)
Pressure after compressor 2—real Signal (continuous)

Pressure before compressor 1—real Signal (continuous)
Pressure before compressor 2—real Signal (continuous)

Pressure after air filter—virtual Signal (continuous)
Pressure before air filter—virtual Signal (continuous)

Real heat transfer—virtual Signal (continuous)
Mass flow rate—virtual Signal (continuous)

CO2 level—real Signal (continuous)
Vehicle temperature—real Signal (continuous)

Impulsion temperature—real Signal (continuous)
Fault code Condition Variable (discrete)

2.2.1. Fault Modelling

The FMs of the HVAC are detected by the sensors listed in Table 1. The model includes
failures in the air filter, the compressor of the cooling subsystems, sensors measuring the
pressure of refrigerant liquid, and the sensor measuring the CO2 concentration.

The sensors’ faults are modelled by introducing a drift to the sensors’ response; the
deviation is controlled by a model variable, which indicates no sensor fault and faults at
different stages of degradation. A component can be faulty for different reasons; thus,
each FM is related to a cause. The physics-based model has soft sensors to improve the
detectability of FMs. Soft sensors are important when there is an insufficient number of real
sensors. In such cases, FMs resulting from different causes may have similar effects in the
signals taken from sensors, making it difficult to distinguish between FMs. Hence, the soft
sensors are related to a particular FM and to the signals that can be fed into the model once
the HyM is implemented. Table 1 contains the soft sensors defined in the physics-based
model; these sensors are labelled “virtual”.

2.2.2. Synthetic Data Generation

The physics-based model, used for generating synthetic data, was developed and
validated in previous research [53]. This model generates synthetic data in healthy and
faulty states based on the operational modes being modelled. The physics-based model
has sensors located in the real system and soft sensors, which depend on the data from the
real system. These soft sensors or virtual sensors generate key features for the detection of
faults whose response is inferred by the measured data. Thus, as Figure 2 shows, measured
data must be loaded into the physics-based model to simulate the response of the soft
sensors. The output of these simulations is recorded in a dataset which contains the data
taken from the real system and the data from the soft sensors. The physics-based model
can also generate synthetic data, in healthy and faulty states, by introducing the required
inputs. Every simulation generates a timeseries of every signal selected; the data related to
a simulation are individually saved in a table.

The measured data must be pre-processed before loading it into the physics-based
model. First, the raw dataset is cleaned to avoid mistakes during simulations and then,
during the feature extraction process. Next, the cleaned dataset is analyzed in order to
identify and classify key variables. This process is focused on identifying the operational
modes that the HVAC has been working and the appearance of faults or deviation in
sensors. Next, the data is classified considering the operational mode and the types
of failures.
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The physics-based model simulates the same response as the real system with the same
inputs. Thus, the physics-based model has noise defined in some input parameters. The
noise is related to a physical variable and controlled by analyzing the range of values the
input can reach. The data generated also contain the response of the system in both healthy
and faulty states. A fault in a component can appear at different levels of degradation,
individually or in conjunction with other faults. The response of the system is defined by
the parameters listed in Table 1.

Five different faults: mass of dust in the air filters, deviation detected in the CO2 sensor,
deviation detected in the low pressure side of the refrigerant circuit, and the compression
rate, which relates the high pressure side to the low pressure side of the refrigerant circuit.
The deviation detected in the CO2 sensor and the deviation detected in the low-pressure
side of the refrigerant circuit are tested using real data and synthetic data.

2.2.3. Feature Extraction

Once the data are generated by the physics-based model and organized in a table,
each simulation is labelled with a fault code, indicating the presence of a fault and the type
of fault. The features are then extracted from every signal loaded in the table. The features
are related to a fault code and are used to train, validate, and test the data-driven model.
The dataset containing the features related to a simulation is named “fingerprint”.

The HyM presented here computes the following features for each signal: mean (µ),
standard deviation (σ), skewness (γ), kurtosis (κ), peak value (xpeak), root mean square
(RMS), crest factor (CF), shape factor (SF), impulse factor, and clearance factor.

The most common step, after calculating all the features, is to reduce the dimension-
ality of the data, but the HyM presented in this paper does not take this step. All the
features extracted from all signals are considered for training, validating, and testing the
data-driven model because this case study was analyzed in two previous papers [54,55]
in which different techniques were applied to reduce the dimensionality of the datasets
and to assess the features yielding the most relevant information to distinguish between
FMs. The previous research shows features which strongly identify a FM match when the
severity of a fault increases, making it difficult to distinguish between FMs. To improve
the accuracy of a multiple fault detection model, it is necessary to consider features that,
theoretically, obtain a low score but can still distinguish an FM.

After the feature extraction process is performed, the data-driven model is designed.
It is based on a supervised learning approach, as it is further described in the following
section: Section 2.3 Data-Driven Model.

2.3. Data-Driven Model

A supervised classification approach is selected to build the multiple fault detection
model. This machine learning technique develops a function or model able to identify, or
predict, the category or class membership of an object based on its features [56]. A review
of classification algorithms is presented in [57].

In this research work, several supervised learners are tested, given their particular
learning capabilities and characteristics when fitting the data. They are the following:
support vector machines (SVMs), logistic regression (LR), decision trees (DTs), k-nearest
neighbors (k-NNs), ensemble classification, Naïve Bayes (NB), and discriminant analysis.
As mentioned, the results are evaluated in terms of accuracy.

SVM employs linear combinations of different features to make classification decisions.
SVM can manage a significant number of features to reach an optimized solution, thus
avoiding overfitting and making feature selection less critical. SVM has been used in CM
fields [58].

LR models are statistical models that evaluate the relationship between the mean
response and one or more predictor variables which can be qualitative [59]. When the
variables are dichotomic, the LR model is called binary or binomial logistic regression,
and when there are variables with more than two values, the model is called multinomial
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logistic regression. LR models have recently been used as prediction models for fault
detection in CBM [60].

DTs use the structure of a tree to divide a dataset into leaves and branches and perform
the decision tree incrementally. The leaves represent class labels, and branches represent
conjunctions of features that lead to those labels [61].

Boosted trees are a variation of DTs; the boosting method allocates equal weights to
all preparation samples to accomplish a model from these preparation data. Next, when
a weight is incorrectly classified; this case is improved, and used to attain an additional
model, from these new preparation data. This process is repeated different times to build a
robust classifier [62].

k-NN is a non-parametric algorithm that generates predictions. The inputs are the k
nearest samples in the feature space, and the output can be either the most represented
class among them, using a distance function in k-NN classification, or a value in k-NN
regression, i.e., the average of the values of k-NN.

Ensemble classification integrates multiple models to improve the accuracy and relia-
bility of estimations or decisions obtained using a single model [63].

An NB classifier is a simple probabilistic learning model based on applying the
Bayesian rule. NB assumes the values of features are independent of any other features,
given the class label [57].

Discriminant analysis models make predictions by finding a combination of features
that characterize or separate two or more classes. The resulting combination is commonly
used for dimensionality reduction before subsequent classification [64].

3. Experimental Set-Up

The validation of the proposed methodology to build an HyM for an HVAC system
located in a passenger train carriage is based on the following assumptions:

• Damage is only produced in four components with specific damage; i.e., no other
FMs are considered. Consequently, the diagnosis process is focused on finding the FM
which has appeared.

• There are defined deviations in two sensors. The chance of a fault in other sensors is
not considered.

The use of the real system and the physics-based model has some limitations:

• The company does not have run-to-failure data for the HVAC system installed in the
passenger train carriage, and there is no possibility to do run-to-failure tests on the
assessed equipment.

• The few number of sensors embedded in the real system makes it difficult to develop
the identification process.

• There are only historical data for faults in the CO2 sensor and deviations in the
low-pressure side of the refrigerant circuit. The lack of data in the other situations
presented in this paper is overcome by using synthetic data. As it is detailed in Table 2,
the dataset generated by the physics-based model generates 791 simulations. From
those, 109 simulations contain historical data with faults.

• The resulting combination of real and synthetic data is split into training, validation
and test sets in order to properly analyze the accuracy of the supervised learner and
its generalization capabilities. More specifically, 629 (79% of the total) simulations
are used as training and validation sets (60% for fitting the model and 20% for free
parameter tuning, respectively), and the other 162 as testing set (21% of the total, for
model evaluation on unseen data).

• The degradation of the air filter in the time-frame is known. Thus, the prognostics
process is limited to quantifying the RUL of the air filter.
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Table 2. Distribution of healthy and faulty data in the combined dataset used to fit the
supervised learner.

Healthy Faulty

Real 41 109
Synthetic 66 575

Total 107 684 791

Apart from characteristics as material properties, thermodynamic, and mechanical
responses, etc. used to develop the physics-based model, there is an input set used to
increase the diversity of synthetic data. They are acquired from the real system during
the condition monitoring process; then, the diversity increases by introducing noise in
these inputs

• Atmospheric temperature. The temperature is introduced in the model as timeseries.
The most representative timeseries used in this development contain operational data
from 65 to 170 min. Before introducing variations in datasets of temperature, the
temperature is analyzed considering the month when the dataset was collected to
identify the maximum and minimum values of temperatures reached in that month.
Next, a set of parameters is defined to apply noise to atmospheric temperature. This
provides the signals with different values into a controlled range of temperatures.

• Air flow. This parameter identifies the fresh air flow that goes inside the cabin through
the damper (see Figure 5). The HVAC introduces fresh air into the cabin depending
on the needs. The fresh air flow is managed by the damper position; one position
indicates that the damper is closed, and the others take the following values: 410 m3/h
(+/−25%), 840 m3/h (+/−20%) and 1250 m3/h (+/−10%). The percentage behind
the nominal flow represent variations in the air flow, these variations were supplied
by the manufacturer of the system. Therefore, the data is generated, varying the air
flow in the indicated range of flows that are directly related to the damper position.

• Number of passengers. The number of passengers can take the values between 0 and
125, which is the maximum passenger allowed in the cabin.

• Parameters defined for components degradation. There is one parameter defined
for each FM. The sensors’ faults are modelled by introducing a drift to the sensors’
response; the deviation is controlled by a parameter which indicates no sensor fault
and faults at different stages of degradation. The faults in components are defined by
relating the response of the system with the parameters which indicate a fault. This
relation is mainly defined by giving an understanding of the physics of the physical
world. Furthermore, the degradation of the air filter is also defined using expert
knowledge and previous experimental results.

Knowing the context in which the train is working is important to build a robust
HyMA. The number of passengers, atmospheric conditions, and train speed, among others,
are key factors to be considered. Therefore, the HyMA is tested under different operating
conditions, including time series where the ventilation, heating, and air conditioning
subsystems work individually or together.

4. Experimental Results and Discussion

This section discusses the results obtained after testing the multiple fault detection
HyM and the RUL estimation model. As previously mentioned, the synthetic data are
generated by the physics-based model to complete the original datasets which contain
historical data taken from the real system. The synthetic data contain information on the
HVAC system at different levels of degradation and in a healthy state.

The multiple fault detection model uses an ensemble classifier that integrates Boosted
trees, as these obtain the best accuracy, 87.8%, on a validation set. A grid search is executed
to configure all the tested models with the hyper-parameter values, leading to the best
predictive performance. The selected classifier is tested with AdaBoost as the ensemble
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method; 225 as the maximum number of splits; 10 as the number of learners; and 0.961 as
learning rate.

The model is trained, validated, and tested using real and synthetic data. The per-
formance of the multiple fault detection model is represented by both the accuracy and
the confusion matrix, obtained after testing the classification model. The confusion matrix
is a two-dimension matrix, where the rows represent the true classes to which the data
belong, and the columns represent the predicted classes according to the outputs of the
classification process. The matrix gives the percentage, and the number of fingerprints
corresponding to each class, as the class predicted by the testing process.

Table 3 contains the list of labels used for identifying FMs. Number 0 indicates
health; number 1 takes a different position in the fault code or label to identify a specific
FM. Therefore, if a fingerprint is labelled with a fault code that shows number 1 in a
specific position, and this means that the fingerprint contains data about the FM related to
that position.

Table 3. List of fault codes and failure modes.

Fault Code Failure Mode

0 or 0000 Healthy state of the system
1 or 0001 Obstruction of the air filter

10 or 0010 Deviation of the compression rate
100 or 0100 Deviation in the CO2 sensor

1000 Pressure deviation in the low-pressure side of the refrigerant circuit

Table 4 contains the list of trained models and the accuracy obtained with the valida-
tion and test sets.

Table 4. List of trained models and their accuracy.

Trained Models Accuracy—Validation Set Accuracy—Testing Set

Decision Tree—Fine Tree 73.3% 67.3%
Decision Tree—Medium Tree 63.4% 56.8%
Decision Tree—Coarse Tree 35.8% 32.7%

Linear Discriminant - -
Quadratic Discriminant - -

Naïve Bayes—Gaussian Naïve Bayes - -
Naïve Bayes—Kernel Naïve Bayes - -

SVM—Linear SVM 25.0% 24.1%
SVM—Quadratic SVM 26.1% 24.1%

SVM—Cubic SVM 28.5% 24.7%
SVM—Fine Gaussian SVM 13.5% 13.6%

SVM—Medium Gaussian SVM 15.9% 18.5%
SVM—Coarse Gaussian SVM 13.5% 15.4%

k-NN—Fine k-NN 15.9% 25.9%
k-NN—Medium k-NN 13.5% 19.8%
k-NN—Coarse k-NN 27.7% 17.3%
k-NN—Cosine k-NN 21.1% 19.8%
k-NN—Cubic k-NN 20.7% 18.5%

k-NN—Weighted k-NN 25.8% 26.5%
Ensemble—Boosted Trees 87.8% 92.6%
Ensemble—Bagged Trees 82.0% 87.0%

Ensemble—Subspace Discriminant 27.5% 27.8%
Ensemble—Subspace k-NN 42.8% 48.1%

Ensemble—RUSBoosted Trees 48.6% 56.8%

As it is mentioned the selected model is an ensemble classifier that integrates Boosted
trees. The accuracy obtained after testing the model is 92.593%. The confusion matrix is
represented in Figure 6.
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Although the multiple fault detection model shows remarkable accuracy, there are
some exceptions. These are summarized in Table 5. The table shows the false positives
(FPs) and false negatives (FNs) obtained after testing the classification model.

Table 5. False positives and false negatives obtained from testing process.

Fault Code False Positives False Negatives

0000 0.0% 23.8%
0001 0.0% 18.2%
0110 0.0% 10.0%
1011 0.0% 33.3%
1110 0.0% 60.0%

The testing process indicates that when the model wrongly predicts a class, the
incorrect fault code obtained is always the same for each class. In the depicted confusion
matrix, when the fingerprint indicates a healthy state, fault code 0 or 0000, 23.8% of these
fingerprints are predicted as a deviation in the CO2 sensor, fault code 0100; when the data
indicates obstruction of the air filter, fault code 1 or 0001, 12.2% of fingerprints are predicted
as a deviation in the CO2 sensor, fault code 0100; when the fingerprints indicates a deviation
in the compression rate together with a deviation in the CO2 sensor, fault code 0110, 10%
of the fingerprints do not detect the fault in the CO2 sensor, thus predicting fault code 0010;
33.3% of fingerprints that combine the obstruction of the air filter with a deviation of the
compression rate and with a deviation in the low pressure side of the refrigerant circuit,
fault code 1011, are predicted as fault code 1111. Finally, 60.0% of fingerprints that contain
the combination of faults represented by fault code 1110 are predicted as 1010, thus missing
the deviation in the CO2 sensor.

Real data are used to train, validate, and test the model. As mentioned, these data are
limited to the FMs that indicate deviations in the CO2 sensor and in the pressure sensor
located in the low pressure side of the refrigerant circuit. These faults appear individually
or together. The fault codes are 0100, 1000, and 1100; this means all the faulty data taken
from the real system are accurately detected by the multiple fault detection model.

As mentioned, the FDD process is performed for HVAC systems using different tech-
niques. Different faults are studied in a HVAC system and interior building equipment
using ANN, obtaining an accuracy up to 97%. Nevertheless, these faults are detected
individually [65]. These processes are also performed using combined ANN and subtrac-
tive clustering analysis, the first technique obtained a missing alarm ratio of 8.3%, which
indicates that some failures are not detected. The second technique, used perfectly, detects



Sustainability 2021, 13, 6828 14 of 18

the faults individually [66]. There are other research works focused on the development of
the FDD process for the cooling subsystem. A clustering, based on the severity level, which
obtains an accuracy between 87% and 98.8%, is used in [67]. SVM for detecting multiple
faults, obtaining an accuracy of 99.9%, is used in [68]. All these approaches are able to
detect faults that can appear simultaneously and individually, but they cannot detect faults
that come from different subsystems and can appear both simultaneously and individually.

Remaining Useful Life Estimation

The RUL is estimated for the air filter when there is an obstruction in it. There are no
run-to-failure data for any component of the HVAC system. However, there is knowledge
of the obstruction of the air filter in the given time-frame. This make it possible to use the
physics-based model to generate run-to-failure data on the air filter.

The air filter modelled stops dust, dirt, and any type of solid particles. Thus, obstruc-
tion is the main cause of air filter deterioration. The FM modelled evaluates the behavior
of the system when the solid particles in the air filter increase. The absorption capacity
increases when the mass of dust increases in the filter. This implies a cumulative damage
in the air filter; therefore, an exponential degradation model is chosen to estimate RUL.
This model describes degradation using an exponential stochastic process. It predicts the
RUL by extrapolating the model’s output to the lifetime value when degradation exceeds a
prescribed threshold.

Figure 7 shows the dataset used to test the RUL estimation model. It is trained using
datasets, which contain the mass of solid particles accumulated in the air filter; the mass is
related to the number of hours the equipment has been working. The dataset plotted in
Figure 7 is separated in three segments, highlighted in red, blue, and cyan.
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The first estimation of the RUL is calculated at the end of the red segment; at this
point, the system has been working for 158 h, and the mass of solid particles accumulated
is 14.3248 g. The RUL obtained here is 428.48 h; therefore, 587.78 h is the prediction of
the EoL of the air filter. The RUL estimation model can update the RUL estimation when
more data are added, so a new RUL is predicted at the end of the blue segment. The data
represented by both the red and blue segments are used to estimate the new RUL. It is
now 105.76 h, and the EoL of the air filter is 603.76 h. The third segment, the cyan segment,
represents how the testing dataset continues to the EoL, thus indicating the real EoL when
the air filter works for 617.32 h.

The deviation of the real EoL from the first RUL estimation is 29.54 h, and with the sec-
ond RUL estimation, the deviation is 13.56 h; the accuracy is in the range of 95.21–97.80%.
Thus, the RUL estimation model improves its predictions when the amount of data in-
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creases. Once the model is completely developed, and ready to be deployed, the possibility
of integrating a security factor must be studied. This could reduce the EoL of the system to
avoid the possibility of erroneous predictions that might result in the appearance of a fault.

A methodology for estimating the RUL of a component with an individual fault, and
with multiple faults, is presented in [69]. The research work mentioned presents four
experiments for validating and testing different RUL estimation methods. Their accuracies
range from 63.6% to 62.8%.

5. Conclusions and Outlook

This paper is based on the development of a HyMA for an HVAC system installed in
a passenger train carriage. The proposed HyMA can accurately detect multiple faults and
estimate the RUL of the HVAC’s air filters. A physics-based model, which contains soft
sensors, is used to generate synthetic data for the air filter in healthy and faulty states at
different levels of degradation and to generate run-to-failure data in the given time-frame.
The inputs loaded in the physics-based model are real data collected by sensors embedded
in the real system. Noise is generated and applied to some inputs to increase the diversity
of data. A data-driven model is trained, validated, and tested using real and synthetic data
to detect multiple faults, which can appear individually or together. Ultimately, an RUL
estimation model is developed to estimate the RUL and EoL of the air filters.

The HVAC system is a SoS; this means several different systems work together to
deliver a function. A SoS implies complexity in such aspects as the detection, localization,
and identification of faults by the sensors embedded in the real system. The challenge
of developing a robust multiple fault detection HyM increases when it is difficult to
acquire faulty data on critical components. Nevertheless, it is possible to build a multiple
fault detection model for a critical SoS using HyMAs. The physics-based model allows
developers to define key factors, parameters, and sensors to increase the detectability of
faults, but these models must be synchronized using data, measured in the real system,
to ensure the simulations match the behavior of the system. These data are used to
synchronize the physics-based model, and then, once the HyMA is deployed, to continue
training the HyMA. Thus, this approach overcomes the lack of failure data on the HVAC
system and increases the diversity of the data by applying noise to some inputs loaded in
the physics-based model and thus obtaining a more realistic synthetic dataset.

The data-driven model is trained, validated, and tested by real data and synthetic
data. The physics-based model generates data by combining four fault types: the presence
of solid particles in the air filters, deviations in the compression rate of compressors,
deviations in the CO2 sensor, and pressure deviations in the low pressure side of the
refrigerant circuit. The real data contain healthy data and faulty data. The faulty data are
deviations in the CO2 sensor and deviations of pressure in the low-pressure side of the
refrigerant circuit. These two faults appear individually and together. After comparing
different classifiers, the multiple fault detection model is built using an ensemble classifier
using Boosted Trees because of the technique’s remarkable accuracy. Although the real
faults are well predicted, a few combinations of faults must be improved. The remarkable
accuracy demonstrates that the lack of failure data is overcame.

The RUL estimation model is developed for the obstruction of the air filters. This
damage is cumulative; therefore, an exponential degradation model is chosen. The testing
of this model shows that it accurately predicts the RUL and the EoL of the air filter, but
predictions improve when the amount of data, used for estimating the RUL, is increased.

Therefore, the definition of both models provides relevant information on the health
state of the HVAC system, improves its reliability and availability, extends its useful life,
and reduces its life cycle cost. Moreover, the sustainability of the system is enhanced.

Nevertheless, this research suggests the need to install new sensors in the HVAC
system, pressure sensors in the refrigerant circuit: one sensor located between the condenser
coil and the expansion valve and another between the evaporator coil and the expansion
valve. These two sensors, together with a power consumption sensor for the compressor,
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improve the FDD process in the cooling subsystems. Considering the importance of the
air filter, and its replacement frequency, a power consumption sensor in the blower of
the HVAC system may improve the detectability of air filter’s degradation. The research
also indicates the need to set up experiments to obtain run-to-failure data to build a RUL
estimation model of the whole HVAC system. These changes will results in a tool, which
provides more information on the health state of the HVAC system, and thus improving
the decision-making support process, whose main objectives lead to an increase in the
sustainability of the system by extending, and reducing, its life cycle cost.
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